Micro Power Plant

Shide Na. 140
Micre power plant destraoyed
by avalancha

Amount of Loss CHF 780,000

Cause A mudslide hit and covered a power plant, which is situated 830 m
above sea leval, with 1 m of dirt,

Short Description The building (16 m { 9 m, reinforced concrete) housing the power plant
with twa Francis Turbines (340 kw and 740 kwl, was partially destroyed,
allowing a mixture of soil, stones and snow to enter and damage gen-
erators, switchboard, turbinas ete.

Comments The reconstruction of the two turbines caused a delay of six months.
The site was approved for construction by the authorities and at first
glance did not appear o be very exposad to mudslides or to avalanches
since it is situated only 830 m above sea level and seemed to be wall
protacted by the wooded mountain slopes.

Conclusion and Even if the site lies within an araa approved by the authorities for
Loss Prevention construction, principals should carry out their own safety checks with
respact to surrounding exposures,
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